
SAV

Processed 3-Aug-00 03Aug00 02Aug00 01Aug00 31Jul00 30Jul00 29Jul00 28Jul00
Thu Wed Tue Mon Sun Sat Fri

HARTWELL
0800 Pool Elevation 655.27 655.36 655.54 655.70 655.66 655.68 655.82
1600 Pool Elevation 655.23 655.40 655.56 655.67 655.65 655.68
2400 Pool Elevation 655.24 655.35 655.52 655.71 655.65 655.66
0800 Cumulative 24hr Precip 0.5 0.3 0.3 0.0 0.0 0.0 0.0
0800 Discharge 0 0 0 0 0 0 0
24 hr avg Discharge 5723 5890 6058 170 811 4601
0800 Inflow 2334 778 1556 -778 778 1556 0
24 hr avg Inflow 2870 1481 1130 1726 552 451
Scheduled Generation 2031 1794 1824 1896 38 240 1447
Actual Generation 1818 1847 1915 54 260 1467

RUSSELL
0800 Pool Elevation 471.65 471.45 471.28 471.19 471.16 471.10 471.07
1600 Pool Elevation 471.55 471.32 471.27 471.15 471.01 471.08
2400 Pool Elevation 471.64 471.47 471.28 471.16 471.15 471.12
0800 Cumulative 24hr Precip 0.00 0.00 0.00 0.00 0.00 0.00 0.00
0800 Tailwater Elevation 324.33 324.27 324.16 324.09 324.15 324.28 324.25
1600 Tailwater Elevation 324.61 324.15 324.06 324.11 324.21 324.21
2400 Tailwater Elevation 324.35 324.38 324.20 324.12 324.21 324.28
0800 Discharge 0 0 0 0 0 0 0
24 hr avg Discharge 4085 4614 5340 0 0 4256
0800 Inflow 377 -755 0 1123 375 -747 -374
24 hr avg Inflow 6220 6991 6837 124 369 4754
Scheduled Generation 1545 1053 1204 1371 -32 -32 1075
Actual Generation 1091 1245 1414 0 0 1118
24 Hour Pump Total   dsf 0 0 0 0 0 0
Unit Hours Pumped 0.0 0.0 0.0 0.0 0.0 0.0

THURMOND
0800 Pool Elevation 324.77 324.70 324.56 324.45 324.55 324.67 324.66
1600 Pool Elevation 324.67 324.62 324.47 324.43 324.57 324.66
2400 Pool Elevation 324.75 324.68 324.52 324.42 324.52 324.65
0800 Cumulative 24hr Precip 1.33 0.84 0.37 0.06 0.00 0.02 0.00
0800 Discharge 45 45 47 45 45 47 48
24 hr avg Discharge 3859 4067 4179 4046 3637 3886
0800 Inflow 1860 1860 3677 2768 2768 1862 955
24 hr avg Inflow 5977 8907 7204 1021 -296 3886
Scheduled Generation 946 866 917 943 918 825 882
Actual Generation 896.0 944.0 974.0 952.0 853.0 908.0
0800 Lock & Dam Upper Pool 13.7 13.6 13.6 13.3 13.6 13.6 13.5
2400 Lock & Dam Upper Pool 13.5 13.6 13.6 13.3 13.6 13.6
0800 Lock & Dam Tailwater 1.9 3.0 1.5 1.1 1.4 1.4 1.3
2400 Lock & Dam Tailwater 2.9 2.0 1.3 1.3 1.3 1.1
24 hr avg Lock & Dam Discharge 5312 4783 4137 4137 4229 4229
0800 Stevens Creek Pool 184.6 184.4 184.3 184.1 184.0 184.4 184.5
2400 Stevens Creek Pool 185.7 185.4 185.2 185.2 185.0 185.5
0800 Keowee Pool Elevation 95.8 95.1 95.0 94.8 94.9 95.4 95.6
0800 Jocassee Pool Elevation 86.6 87.3 87.2 86.9 86.5 86.2 85.5
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